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Abstract: In order to research the losses and heat of damper bars thoroughly, a multi-
slice moving electromagnetic field-circuit coupling FE model of tubular hydro-generator 
and a 3D temperature field FE model of the rotor are built respectively. The factors such 
as rotor motion and non-linearity of the time-varying electromagnetic field, the stator 
slots skew, the anisotropic heat conduction of the rotor core lamination and different heat 
dissipation conditions on the windward and lee side of the poles are considered. Further-
more, according to the different operating conditions, different rotor structures and ma-
terials, compositive calculations about the losses and temperatures of the damper bars of 
a 36 MW generator are carried out, and the data are compared with the test. The results 
show that the computation precision is satisfied and the generator design is reasonable. 
Key words: loss and heat, damper bars, tubular hydro-generator, electromagnetic field 
and temperature field 
 
 

1. Introduction 
 
 Damper winding is one of the key components of hydro-generator and plays an important 
role for the safety and stability of generator and power system. The tubular hydro-generator is 
a good type of hydro-generator which is suitable for exploiting and utilizing the hydraulic 
resources with low water head and large flowrate. Compared with the axial flowing hydro-
generator with the same capability, tubular hydro-generator can economize the project invest-
ment 10-25% and increase 3-5% of the power every year, it has then been applied widely at 
the hydropower stations whose water head is lower than 20 m [1]. However, the electromag-
netic and cooling designs of the tubular hydro-generators are more difficult because of its 
limited inner space and then the more possibility of over heat. In recent years, heavy broken-
down failures of damper bars in some large tubular hydro-generators operating at different 
power stations occurred due to the high temperature at the rated load [2]. To improve the 
generator design and avoid these serious failures, the amount and distribution of losses and 
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temperatures within the rotor of the tubular hydro-generators need to be computed more ac-
curately. 
 Copper losses of field winding and damper bars, as well as iron core losses of rotor lami-
nation, exist within the rotor. For the complex rotor structure of hydro-generator, all of these 
losses are difficult to compute accurately except the loss of field winding. When the move-
ment of rotor is considered, the heat dissipation condition of the rotor components are more 
difficult to confirm precisely. Though FE method has been widely used in the temperature 
field calculation of generators [3-6], the studies in the available literature refers to FE calcu-
lation of damper bars losses and temperatures in large tubular hydro-generators are scarce. 
 In the study of analyze the currents and losses and heat of rotor and damper bar, the refe-
rence [7, 8] use a permeance model with Fourier expansion approach to predict the damper 
winding currents. And an analytical algorithm based on equivalent network is adopted in refe-
rence [9] to analyze the damper winding currents and losses when the generator is operated at 
rated and no-load conditions. In reference [10], a combined numerical and analytical method 
for the computation of unbalanced magnetic pulls, damper bar currents and losses of lamina-
ted low speed hydro-generators in eccentricity conditions under no-load is proposed. And the 
rotor temperature distribution of hydro-generator is calculated in fluent and temperature field 
method in reference [11].  
 In order to research the losses and heat thoroughly and avoid the broken-down failure of 
damper bars in large tubular hydro-generators, a multi-slice moving electromagnetic field-cir-
cuit coupling FE model and a 3D temperature field FE model are established respectively in 
this paper. The important factors, such as rotor motion and non-linearity of the time-varying 
electromagnetic field, the stator slots skew, the anisotropic heat conduction of the rotor core 
lamination and different heat dissipation conditions on the windward and lee side of the poles, 
are considered. Furthermore, according to the different operating conditions, different rotor 
structures and materials, compositive calculations about the losses and temperatures of the 
damper bars of a 36 MW tubular hydro-generator at Tongzihao power station are carried out. 
The design data, which are listed in Table 1, are compared with other large tubular hydro-ge-
nerators at Linjintan and Feilaixia power stations. And the results are compared with the test. 
 
 

2. Calculation models 
 

2.1. Boundary value problem of moving electromagnetic field 

 According to the periodicity of magnetic field, the area of a pair of poles is chosen as the 
electromagnetic field calculation region. And along the axial z, the generator is divided into 12 
slices, as shown in Figure 1. 
 Considering the saturation of iron core, the governing equation of nonlinear time-varying 
electro-magnetic moving field is [12]: 
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where A is vector magnetic potential, Js is source current density, v is reluctivity, V is velocity 
and σ is conductivity. 
 In the multi-slice moving electromagnetic field model, for each slice, the current density 
and vector magnetic potential have only the axial z components, and the speed has only the 
axial x component. By coulomb norm L · A = 0 and the boundary condition of the problem 
region, the 2D boundary value problem of nonlinear time-varying moving electromagnetic 
field for the generator is then obtained: 
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Where Vx is the axial x component of velocity, Jslz is the axial z component of source current 
density; Aslz is the axial z component of vector magnetic potential. 
 

Table 1. The basic data of the generator 

 Tongzihao 
 generator 

Linjintan 
 generator 

Feilaixia  
generator 

Rated power (MW) 36 30 35 
Rated voltage (kV) 10.5 10.5 10.5 
Rated current (A) 2 151 1 736 2 144 
Power factor 0.92 0.95 0.9 
Rated field current (A) 857 943 1 079 
Number of magnetic poles 72 76 72 
Number of stator slots 324 342 324 
Number of damper bars per pole 4 4 3 
Slot skewed in stator 0.5 0 0.5 
Damper bar condition Good Broken Broken 

 

 
Fig. 1. The problem region and meshes of electromagnetic field 
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Fig. 2. The coupling circuit of stator 
 

 

Fig. 3. The coupling circuit of the damper winding 
 

2.2. Coupling circuits 

 To consider the influence of the end winding of the stator and damper end rings of rotor, 
the coupling circuit models are established. The external circuit equation and electromagnetic 
equation should be combined in the calculation [13]. 
 Based on the coupling circuit of stator as shown in Figure 2, the voltage equation of stator 
circuit is: 

  ,11 dt
diLiRue S

esess ++=  (3) 

where es is the inductive EMF of the stator phase winding, us and is are voltage and current of 
the stator phase winding respectively, R1e and L1e are the resistance and leakage inductance of 
the stator end winding respectively. 
 RL and LL are the resistance and inductance of loads respectively. Through change the 
value of them, different operation conditions of generator can be set. 
 By the circuit of the damper winding as illustrated in Figure 3, supposing ik – 1 and ik are the 
end ring current of the left and right branches of kth damper bar, the relationship among ik – 1, ik 
and the current of damper bar ibk can be obtained: 

  .01 =+− − bkkk iii  (4) 

 And the voltage equation to describe the relationship between kth and (k + 1)th branches of 
the damper bars is: 
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  ,22 221 td
diLRiuu k

eekkk +=− +  (5) 

where R2e and L2e are the resistance and inductance of the damper end ring, respectively. 
 According to the periodic condition, the constraint condition of the current and the voltage 
on the boundary are: 

  ,011 =+− bn iii  (6) 

  ,22 221 td
diLRiuu n

eenn +=−  (7) 

where n is the number of damper bars in the problem region. 
 The stator rotor coupling circuit equation of generator and the electromagnetic equation are 
combined, the magnetic vector Aslz of slices is calculated in time-step finite element method, 
then the flux density, voltage, current and loss can be got. 
 
 
 
2.3. Boundary value problem of rotor 3D temperature field 

 Because of the symmetric structures of the rotor pole and its ventilation system, the distri-
bution of rotor temperature field is mirror symmetric on the both sides of the rotor shaft mid-
dle profile. Therefore, an half axial section of the rotor, which consist of rotor core, damper 
winding, field winding and its bracket, insulation, et al, are selected as the problem region for 
the 3D temperature field, and the region includes 256256 elements and 137260 nodes. 
 Considered of the anisotropic heat conduction condition of the rotor core, the boundary 
value problem of 3D steady temperature field can be expressed as follows: 
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where T is temperature, λx, λy and λz are heat conductivity on each direction, qv is the heat 
source density which is obtained by losses calculation, S2 are the rotor middle profile and the 
interface between rotor core and rim related with the thermal insulation boundary condition, S3 
are the outside surfaces of the rotor related with the heat dissipation boundary condition, α is 
the heat dissipation coefficient of S3 and Tf is the environmental air temperature. The problem 
regions are illustrated in Figure 4. 
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Fig. 4. The problem region and boundary conditions of 3D temperature field 

 
 
 

3. Computation results and discussions 
 
 Based on the models established above, the compositive computations of the multi-slice 
moving electromagnetic field-circuit coupling FE model and 3D temperature field FE model 
of the 36 MW tubular hydro-generator at Tongzihao power station are carried out. There are 4 
damper bars on each pole shoe. For easy discussion of the computing results, the damper bar 
on the lee side is numbered 1th and the damper bar on the windward is numbered 4th. 
 
 
3.1. The influence of operating conditions 

 Figure 5 gives the electromagnetic field, and the temperature distributions on the no load 
and symmetric rated load of the generator respectively. Table 2 gives the losses and tempera-
tures of the damper bars of these 2 operating conditions. 
 

Table 2. Losses and temperatures of the damper bars with different operating conditions 

Loss (W) Temperature (EC) Operation 
condition P1 P2 P3 P4 ∑P Tmax Tmin 
No load 108 44 44 108 305 99 70 

Rated load 635 308 141 70 1154 146 77 
 
where P1-P4 and ∑P are the losses of the 1th-4th damper bar and the total losses of the damper 
bars respectively, Tmax and Tmin are the maximal and minimal temperature of the damper bars 
respectively. 
 Figure 5 and Table 2 show that the distribution of the magnetic field about the central axis 
of the pole is symmetric when the generator operates with no load, and the eddy current and 
loss of the damper bar are then basically symmetrical about the pole center axis. The losses of 
the 1th and 4th damper bar are roughly equal, the losses of the 2th and 3th damper bar are 
roughly equal, too. Because of the armature reaction, the distribution of the airgap magnetic 
field is distorted when the generator operates with rated load. 
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a) Field with no load b) Field with rated load 

 

c) Bar temperature with no load d) Bar temperature with rated load 
 

Fig. 5. Electromagnetic field and temperature distributions of damper bars 
 
 The magnetic field on the windward is weakened while it is strengthened on the lee side. 
The symmetry of the eddy current and loss distribution of the damper bars will no longer 
existed. The eddy current and loss of the 1th damper bar are significantly larger than those of 
the 4th damper bar. The temperature of the damper bars located near the lee side is higher than 
that of located near the windward. The maximal temperature occurs at the axis middle of the 
1th damper bar and the minimal temperature occurs at the end of the 4th damper bar. The loss 
and the temperature of the damper bars increase obviously when the operating conditions of 
the generator change from no load to symmetric rated load. At the symmetric rated load, the 
maximal temperature is 1.47 times higher than that of no load, that is to say the temperature 
increases 47EC. The results show that the operating conditions influence the loss and heat of 
the damper bars obviously. In the following discussions, the operating condition of symmetric 
rated load will be focused. 
 
3.2. The influence of damper bar pitch 

 Losses and temperatures of the damper bars for 4 different damper bar pitch with sym-
metric rated load are listed in the Table 3, in which t1 is the stator slot pitch and keeps 
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unchanged, t2 is the damper bar pitch. The results show that the losses and temperatures of 
damper bars increase obviously with the decrease of t2. Because of the uneven airgap of the 
generator, when t2 decreases, each damper bar gets closer to the center axis of the pole and 
larger eddy current is induced. Therefore, the losses and temperatures of the damper bars also 
increase. When t2/t1 decreases from 0.93 to 0.6, the maximal temperature of the damper bar 
increases from 146EC to 213EC and the temperature rise is 67EC. 
 Design data t2/t1 of the generators at Tongzihao, Linjintan and Feilaixia hydropower 
stations are 0.93, 0.59 and 0.9 respectively. It is easy to find that the design of Tongzihao 
hydro-generator is more reasonable for avoiding over heat. In the following discussions, keep 
t2/t1 = 0.93 constant. 
 
3.3. The influence of damper bar assembling airgap 

 The air gap between the damper bar and the damper slot is called assembling airgap in this 
paper and is symbolized as δB. Temperatures of the damper bars for 3 different δB with sym-
metric rated load are listed in Table 4. 
 Because δB is very small and has few influence on the electromagnetic field, the losses of 
the damper bars for different δB are basically the same and then not be tabled. On the other 
hand, with the increase of δB, the heat conductivity of the assembling airgap becomes smaller 
and the temperature of the damper bars becomes higher. To control the temperature rise of the 
damper bars, it is necessary to limit δB. Design data δB of the generators at Tongzihao, Lin-
jintan and Feilaixia hydropower stations are 0.15 mm, 0.5 mm and 0.4 mm respectively. The 
design of Tongzihao hydro-generator is more reasonable for avoiding over heat. 
 
3.4. The influence of airgap length 

 Keeping the stator slot width bs unchanged and reducing the airgap length δ, more com-
putations are carried out. Losses and temperatures of the damper bars for 3 different δ within 
symmetric rated load are listed in Table 5. 
 With the decrease of δ, the airgap flux density and the stator tooth harmonics increase. 
These factors lead to the increase of the loss and temperature of the damper bars. Design data 
bs /δ of the generators at Tongzihao, Linjintan and Feilaixia hydropower stations are 3.4, 3.2 
and 2.9 respectively. However, the uneven airgap length is used on Tongzihao generator and 
the equivalent bs /δ is 2.7 when uniform airgap is referred. 
 
3.5. The influence of damper bar diameter 

 To discuss the influence of damper bar diameter dB, losses and temperatures of 3 different 
dB with symmetric rated load are listed in Table 6. 
 With the decrease of dB, the total losses of the damper bars decrease too. However, the loss 
density, heat resistance of the assembling airgap and then the temperature of the damper bars 
increase due to the decrease of dB. To prevent from the over heat and mechanical vibration of 
the damper bars, dB should be enlarged appropriately. Design data dB of the generators at 
Tongzihao, Linjintan and Feilaixia hydropower stations are 15 mm, 9.5 mm and 16 mm res-
pectively. 
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3.6. The influence of damper bar resistivity 

 To discuss the influence of conductive materials on the losses and temperatures, 3 different 
damper bar materials are used and their resistivities ρB at 120EC are listed in Table 7. The los-
ses and temperatures of the damper bars for 3 different ρB with symmetric rated load are listed 
in Table 8. The results show that the losses and temperatures of the damper bars decrease with 
the increase of ρB.  

3.7. The influence of heat dissipation coefficient of field winding 

 Temperatures of the damper bars for 4 different heat dissipation coefficients of field wind-
ing with symmetric rated load are listed in Table 9. The surface heat dissipation coefficients of 
field winding with the rectangular and septangular cross sections are 72.8 W/m2 @EC and 
101.1 W/m2 @EC respectively. The results show that the field winding with the septangular 
cross section leads to a lower temperature of damper bars due to its larger surface area of heat 
dissipation. 

Table 3. Losses and temperatures of the damper bars for different pitch 

Loss (W) Temperature (EC) 
t2/t1 

P1 P2 P3 P4 ∑P Tmax Tmin 
0.93 635 308 141 70 1154 146 77 
0.80 998 615 296 125 2034 181 89 
0.70 1003 1021 431 134 2589 191 97 
0.60 893 1290 545 152 2853 213 103 

Table 4. Temperatures of the damper bars for different δB 

δB (mm) Tmax (EC) Tmin (EC) 
0 117 82 

0.15 146 77 
0.25 168 78 

Table 5. Losses and temperatures of the damper bars for different airgap 

Loss (W) Temperature (EC) 
bs /δ 

P1 P2 P3 P4 ∑P Tmax Tmin 
2.5 389 219 99 62 769 136 78 
3.4 635 308 141 70 1154 146 77 
4.0 813 429 179 79 1500 159 72 

Table 6. Losses and temperatures of the damper bars for different dB 

Loss (W) Temperature (EC) 
dB (mm) 

P1 P2 P3 P4 ∑P Tmax Tmin 
20 698 357 202 100 1357 142 75 
15 635 308 141 70 1154 146 77 
9.5 490 218 127 85 920 148 79 
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Table 7. Resistivities for different materials of damper bars 

Material Copper Alloy Brass 
resistivity ρB (H10– 7 Ωm) 0.25 0.4 0.77 

 
Table 8. Losses and temperatures of the damper bars for different ρB 

Loss (W) Temperature (EC) 
Material 

P1 P2 P3 P4 ∑P Tmax Tmin 
Copper 635 308 141 70 1154 146 77 
Alloy 623 279 145 75 1122 145 76 
Brass 568 233 157 98 1056 141 77 

 
Table 9. Temperatures of the damper bars for different heat dissipation coefficients of field winding 

Heat dissipation coefficient (W/m2EC) Tmax (EC) Tmin (EC) 
101.1 145.9 77.1 
91.0 147.9 78.0 
80.9 150.4 79.8 
72.8 152.6 80.2 

 
Table 10. Temperatures of the damper bars for different rotor core materials 

Tmax (EC) Tmin (EC) 
λr/λa 

Copper bar Brass bar Copper bar Brass bar 
55.6/4.0 144.0 140.5 79.8 67.5 
51/19.6 145.9 141.6 77.1 68.0 
40.6/3.4 154.1 141.9 78.5 67.3 
19/4.0 158.8 146.2 78.8 68.9 
16/1.95 160.2 147.5 78.9 69.0 

 
3.8. The influence of heat conductivity of iron core 

 Considering the anisotropic heat conductivity of the rotor core lamination, the radial and 
axial heat conductivities, λr and λa, are different. Temperatures of the damper bars for 5 dif-
ferent core materials with symmetric rated load are listed in Table 10. The results show that 
the better heat conductivity of the rotor core lamination can help for reduces the temperature 
of damper bars. 
 
3.9. Verification of the results 

 To verify the correctness of the calculation models in this paper, the temperature test of the 
field winding is carried out at Tongzihao hydropower station. The environmental air tem-
perature is 47.6EC and the average temperature of field winding tested is 110EC with the rated 
load of the generator. To compare with the test data, more temperatures of the rotor parts, in-
cluding damper bar, field winding and iron core, are obtained by the compositive calculations 
of the multi-slice moving electromagnetic field-circuit coupling FE model and 3D anisotropic 
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steady temperature field FE model. The calculated average temperature of field winding is 
106EC and is well agreed with the test dada. The relative error between the calculation and the 
test is less than 3.6%. 
 
 

4. Conclusions 
 
 Compared with the traditional analytical model and steady magnetic field FE model, The 
models proposed in this paper are more reasonable and can obtain more accurate results by 
compositive calculations of the multi-slice moving electromagnetic field-circuit coupling FE 
model and 3D anisotropic steady temperature field FE model. 
 The losses and heat distributions of the damper bars in one pole are uneven with the rated 
load. The loss and temperature of the damper bars near the lee side are higher than that of the 
windward. 
 The operating conditions and the structure design of the generator are the main factors 
which influence the loss and heat of damper bars. The effective methods for preventing from 
over heat of the damper bars are avoiding over load and asymmetric load of the generator, 
enlarging the damper bar pitch, increasing the airgap and decreasing assembling airgap of the 
damper bar, et al. 
 The designed 36 MW tubular hydro-generator has been operating safely all the times at 
Tongzihao hydropower station since July 2003. The good operating experience, as well as the 
good agreement between the computation and the test, shows that the computing models and 
design results of this paper are correct. 
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